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SECTION 5, TOWNSHIP 36, RANGE 15
SECTION 6, TOWNSHIP 36, RANGE 15
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DECORATIVE BASE, COACH LIGHT

S

40'MH, 10’ MA, GR, BDC

STA 77+92, 4.5' B/C
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DECORATIVE BASE, COACH LIGHT

SIS

40'MH, 10’ MA, GR, BDC

STA 79427, 4.5' B/C
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REMOVE. EXISTING
LIGHTING CONTROLLER

ELECTRIC CABLE IN CONDUIT, (2.57 GSC)
600V (XLP TYPE USE) 3-1/C NO. 1/0,
CONNECTED TO COMED POLE

ELECTRIC UTILITY SERVICE CONNECTION
%30 VOLT, 1 PHASE, 3 WIRE, 60HZ

6.03 KVA LOAD
LIGHTING CONTROLLER, CONSOLE TYPE

60 AMP—480 VOLT 8.53 KVA
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B.M. NOTED
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STA 75477, 6.5" B/C
40'MH, 10’ MA, GR, BDC

DECORATIVE BASE, COACH LIGHT
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SCALE: "= 50
LEGEND:

EXISTING STREET LIGHT

PROPOSED STREET LIGHT—250W HPS W/ COACH LIGHT—70W
EXISTING CONTROLLER

PROPOSED CONTROLLER, CONSOLE TYPE

COMED POWER POLE FOR SERVICE CONNECTION

CONDUIT, PUSHED, GALVANIZED STEEL (GSC)

CONDUIT, TRENCHED, GALVANIZED STEEL (GSC)

UNIT DUCT, W/ 3-1/C, NO.4 AWG AND 1/C NO.6 GROUND,
BOOV (XLP TYPE USE) IN 1—1/4" DIAMETER POLYETHYLENE

GROUND ROD, 5/8” DIA. x 10°

REMOVAL OF EXISTING STREET LIGHT (SALVAGE)
REMOVAL OF EXISTING STREET LIGHT (BY OTHERS)
MOUNTING HEIGHT

MAST ARM

BACK OF CURB

BREAKAWAY DEVICE COUPLINGS
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